
23-2417
Generator Removal, Replacement, and Installation

March 27, 2024 

Addendum #1: 

On the original solicitation we left off the transfer switch that will also need to 
be included in this bid.   We will require an ASCO 104-amp automatic transfer 
switch which must be provided and installed as part of this bid package.   Included 
in this addendum is an updated bid form which includes the language for the 
transfer switch.    



BID 23-2417 Generator Removal, Replacement, and Installation 

SECTION E: BID FORM 

*** UPDATED BID FORM  3-27-2024 ***

Description 

Removal, Replacement, and 

Installation of new Generator at 

RHHS. Disposal of old 

generator is part of proposal 

and must be included in cost. 

Generator Model 

Model# SG035 

Generac SG035 35 kW 277 / 480 Vac 3 

phase w/ waterproof enclosure and 

ASCO 104 amp automatic transfer 

switch. 

This is your bid amount. $ 

Cost 

Any overhead, expenses, travel, etc. must be factored into the Contractors cost. No additional charges will 
be paid by the District. 

Estimated Date of Delivery of the Generators after receipt of order. ***Work will need to be able to be 

completed before the end of April to be considered a responsive bid. ***

Generator- Rock Hill High School Date _____________ _ 

DO NOT INCLUDE SALES TAX 

The District reserves the right to increase and decrease quantities as deemed necessary. 

Contractor Name: ___________________ _ 
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